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DRAFT DRAFT A PILOT Wl.,DOC 

NEIL: DO YOU HAVE ANY COMMENTS ON THIS LETTER???????? I ALSO FAXED A 
COPY TQ.SUSflN MCCARTHY FOR HER COflf4F.NTS. PLEASE SEND ME YOUR COMBINED 
COMMENTS, SUSAN PROVIDED COMMENTS ON THE FLAN EARLIER TO RUSS DARR 
while i was gone, which are incorporated here in this draft letter. 
PLEASE LET ME KNOW YOUR COMMENTS VERY SOON, SO I CAN GET THIS IN THE 
MAIL BY THE END OF THE WEEK. THANKS. MIKE BLUM 438-3043 

January 4, 1990 

Mr Dean FowLer 
Colbert Landfill Project Manager 
Spokane County Public Works 
811 North Jefferson Street 
Spokane, WA 99260-0180 

RE: Comments on Colbert Landfill Phase I Pilot Well Plan 

Dear Dean: 

Ecology and EPA have reviewed the above stated plan, dated November 

30, 1989, and we have the following comments on that plan. 

General Comments 

The Plan doesn't adequately address the existing data collected during 

the Remedial Investigation/Feasibility Study and the current drilling 

effort. More documentation for the, rational of the decisions made In 

the plan is needed. 

Given that the data from the pilot well pump tests will be used to 

evaluate the hydrogeologlc properties necessary for the design of the 

Pha3e II interception and extraction systems and that these pilot 

will supply ground water fot treatability studies, careful 

USEPASF 

1414568 



01/03/90 14:25 HWICP WOODLAND SQUARE 003 
i 

consideration should be given Lu well location, well design, and the 

type of data collected during the pumping tests, 

lhia plan does not describe the details necessary for iiFA approval of 

construction and location of pilot wells and the pilot well pump 

tests. If Landau feels that they presently do not have sufficient 

site specific Information to provide mote details, then perhaps 

addenda to this work plan (subject to government approval within a 

specified time interval) should be provided for each area at a later 

date. These addenda could include more detailed descriptions of well 

locations, and pump test specifics. 

Specific Comments 

CHAPTER 2.0 PILOT WELL CONSTRUCTION 

Page PW-2-3 (Section 1.lWel1 Construction Procedures) 

1. The vise of vertical distribution of contaminants in the aquifer to 

establish screen Intervals is valid. However, there is no discussion 

of how this is to be accomplished. This needs to be clarified. 
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2, Ths Identification of wells anticipated to pump at less than 75 

gallons per minute should be provided and justified. 

3. Mote information should be provided on the pumping equipment. Will 

variable rate pumps be used or how will the flow rate be controlled? 

Figures PW-2.3 and PW-2.4 

There are no sand packs indicated in the well construction diagrams, 

This should be justified with respect to the following; 

1, the increased potential for clogging of the screens, and 

resulting decrease in well efficiency; 

2, the potential for pump damage which could result from pumping 

sediment; 

3, the estimated lifetime of these pumping wells, given the fact 

that the SOW states that they may potentially be Incorporated 

inLo the phase 11 extraction system; 

4, the incremental up-front Increase In cost associated with 

installing sand packs and grout in these welLs which could 

prevent potential well and pump degradation over the long tun 

Page PW 2-5 

The statement, "Screen design . , ,, using geohydrologle data 

collected from the nearest phase I monitoring well(s)" needs to he 

justified The variability in lithology between the nearest monitor 

well and the pilot well could be significant depending upon the 
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distance between the wells. If uu sand packs are being installed, It 

is important to base the screen selection on grain size analysis of 

samples from the pilot wells themselves, This Will aid In minimizing 

the problems mentioned above. 

Page PW-2-5 <2.1.1 South Svstomi 

The 18 foot grout seal should be a high solids mixture if In a 

contaminated soils. Iti other words a high yield bentonite mixture may 

not protect against migration of organic compounds. 

Page rw-2-10 (Section 2.2 Well Development) 

Air lift pumping and development are acceptable techniques, however, 1 

am concerned about developing a well with Ohly 10 to 30 percent 
j/û > I l/-> submergence, Larry Beard informs1 ujeTT development under these 

conditions will only be used where the orifice Is above the screened 

portion of the well. Under these conditions this is acceptable 

An Imhoff cone is an excellent tool to use during development. It 

allow? one to quantify the suspended solids content quickly in the 

field. 

Page PW-2-12 (Section 2.3 Dlaoosal Procedures 

Excess Ground Wa(§r) 

The disposal of excess ground water within the landfill refuse 

disposal area may create a problem due to the potential generation of 
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landfill ieachate, Please quantify the volume of water which ffi&y b# 

generated during driLllng/development/sampling of the monitor walls 

which may be disposed of in the landfill. Is there a location within 

the landfill boundary where water could be disposed of which is not 

above garbage? Relatively small volumes of water disposed of at the 

landfill may not create a problem, but many thousands of gallons of 

water discharged above the garbage Is not an acceptable approach. 

ChauLer 3.0 PUMPING TESTS 

Page PW-3-1 

The SOW requires ,.water level monitoring will be conducted in at 

least the 2 closest monitor wells.,,'* during pump resting, with more 

wells incorporated at the discretion of the County, ('l^srrongly 

recommend that the County incorporate more, monitor wells during the 

pump tests, i£ at all possible. This would provide useful information 

on boundary conditions, and aquifer heterogeneity that could be 

important in designing the pump and treat systems. 

Page PW-3-1 (Section 3.1 Test Set-Upl 

Ihe usefulness of preliminary step drawdown pump tests muse be 

addressed, especially for the south system where there is potential 

for significant drawdown during the constant iste test. A step 

drawdown test could sufficiently SLLBSS the aquifer to determine an 

effective pumping rate tor the constant rate test. Step drawdown 



01/03/90 14:2? HWICP WOODLAND SQUARE 00? 

testing will also provide information on whether the pumping rates 

identified in the SOW *te reasonable. A step drawdown test shouldn't 

take longer than 5-6 hours followed by a 24 hour aquifer rest period. 

This could be accomplished during the test start-up stage (section 

3.2.4) which already incorporates a 24 hour reat period. 

Page PW-3-2 (Section 3.1 Test Set-up) 

Although the general conditions are acceptable, the following should 

be considered. Before the pumping portion of any aquifer test Is 

terminated, the data should bo field plotted and evaluated. TOO many 

limes, this is not done and significant changes Occur late In the 

test. These changes often require additional pumping time to 

determine the magnitude of the boundary conditions. 

Page PW-3-3 

How will anticipated well efficiency and available drawdown be 

determined without step drawdown teats? 

Page PW-3-4 (Section 3.2 Ifisl Qpfrfltlfin) 

(yO strongly recommend continuous long term monitoring prior to the 

actual aquifer test. Past experience dictates Such phenomenon as 

barometric pressure, recharge events, river stage, etc. can have 

significant effects on ground water levels. If prior monitoring 

indicated this type of interference then corrective measurements can 

be taken during the actual test. 
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Page PW-3-4 (Section 3.2,1 Hater Level Measurements) , 
Cy 

The timing of the water level measurements Is critical, I hava used 

1. 2, 3, 4, 5, 7, 10, 15, 20 30, 45, 60, 75, 90, 105, 120, 15U 

minutes, hourly , and reducing the frequency to twice daily after the 

first day. What do you plan on using for you water level measurement 

timing? 

Page PW-3 6 (Section 3,2,2 £liiEhagge Measurements) If the discharge 

should vary more than 5% the test may have to be shut down and 

restarted after the well is allowed Co recover. In any event, Ecology 

and EPA should he notified as soon as possible. 

Page PW-3-6 (Section 3,2,3 Test Duratjpp) 

Ihs duration of the test should be a function of the test after the 

seven day minimum as eluded to above. Justification for the duration 

of the pump tests needs to be provided, 

If you have any questions regarding the above comments, please give me 

a call at (206)438-3043, I look forward to receiving the revised 

final Phase T Pilot Well Plan, 

Sincerely, 

Mike Blum, Project Manager 
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Landfill Site Cleanup Section 

Hazard Waste InvestIgations 

and Cleanup Program 

cc: N«11 Thompson, EPA 

Susan McCarthy, EPA 

Larry Board, Landau Associates 


